
General Environmental Incident Summary
Incident: 4171

Cameron Jesse

7/18/2016 1313

Received By:  

5812 Jefferson Lane

Box 11206

Williston, ND  58803

Distance Nearest Occupied Building: 300 Feet

Tank Leak

900.00 pounds

Description of Released Contaminant: Methane

Cause of Incident:

After connecting methane trailer to pressure reduction unit for the purpose of fueling drilling rig 
operator failed to completely close bleed valve causing it to leak to atmosphere. Working gas 
detection is in the immediate area and did not alarm.

Risk Evaluation:

None

Potential Environmental Impacts: 

None

Action Taken or Planned:

Tim  Powell

Responsible Party: Ferus Natural Gas Fuels CNG LLC

Date Incident: 7/18/2016 Time Incident: 2045

County: Mountrail 154 93 29

Location Description: Hess / Nabors B-05 Pad:
East on # 2 to Towards Tioga
Turn Right on 105th Ave NW ( First set of lights on # 2 at the Tioga 
Entrances )
Head south on 105th to the Junction of 105th Ave and Highway 1804
Left on 1804 ( east ) to 94th Ave
Turn right on to 94th Ave ( Sign for Nabors B-05 Rig )
South on 94th Ave 6.6 miles to Nabors B-05 Rig sign
Right on to lease access road 1.1 miles, stay left at Y

Type of Incident:

Volume Spilled:

Twp: Rng: Sec: Qtr:   

hoursDuration: 9

EPA Extremely Hazardous Substance: No

# of Fatalities: # of Injuries: Affected Medium: 01 - air

DEM  Incident No:

Submitted By: 

Contact Person:

Date/Time Notice:

Lat: 48.14000 Long: -102.67000 Method: Address matching

Affiliation: Director HSE

Address: 5812 Jefferson Lane

Box 11206

City: Williston State: ND Zip: 58803

Release Contained: No

Ag Related: No

Reported to NRC: Unknown
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Action Taken or Planned:

Valve was closed and procedure reviewed with operators.

Wastes Disposal Location: 

Agencies Involved:

Updates

Date: 7/18/2016 Status: Reviewed - Assigned to NDDoH Division Author: Crowdus, Kory

Updated Volume:

Notes:

Incident is assigned to NDDoH Division of Air Quality.
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